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7.0 CONTINGENCY PLAN 

7.1 General 
 
This Contingency Plan (the plan) has been developed for the Transfer Station. The plan is 
intended to comply with all applicable requirements of the Nova Scotia Environment Act. 

7.2 Scope and Plan Purpose 

7.2.1  Purpose 
 
The purpose of this plan is to assign responsibilities for and to document the training, 
precautions, and procedures used to: 
 

• Prevent the occurrence of spills of petroleum products and other regulated liquids by 
the use of sound maintenance and management controls where spills occur. 

• Prevent the unauthorised discharge of liquids into surface waters, sewers and to 
prevent contamination of the environment by those liquids. 

• Prevent exposure of personnel, the public and the community to hazardous materials. 
• Prevent fires and manage the risk of fires to personnel, public and the community. 
• Manage spill response, fires, and other emergencies.  
• Manage emergency evacuation. 
• Assess contingency plan and to recommend and implement changes necessary for 

improvement. 

7.2.2  Location  
 
The geographic area applicable to this plan covers the areas of the Transfer Station and 
grounds. Please see Tab #3 “Site Plan” and Tab #5 “Engineering Drawings” of the application 
package. 

7.2.3  Organizations and Groups with Responsibility under this Plan 
 
The following listing identifies key agencies and companies, contact numbers, and responsibilities: 

LIFE-THREATENING SITUATIONS ONLY 
Emergency Services      Phone:  911 

Resources Available 
Can provide immediate response: Fire, Ambulance, Police, Poison Treatment 

FIRE 
Emergency Services      Phone:  911 
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Resources Available 
Can provide immediate response: Fire, Ambulance, Police,  

MEDICAL 
Emergency Services      Phone:  911 

Resources Available 
Can provide immediate response: Ambulance,   

ENVIRONMENT 
Nova Scotia Department of the Environment:   Phone: (902) 426-6030 
24 hours        Phone: 1-800-565-1633 
Central Region, (Bedford)      Phone: (902) 424-7773 

Resources Available 
Can provide information on all aspects of environmental response. Can co-ordinate the provision of any 
type of spill response activity. 

POLICE 
Emergency Services      Phone:  911 

Resources Available 
Can provide immediate response: Fire, Ambulance, Police,  
 
FACILITY PERSONNEL 
Any report of a spill to a governmental agency will also be reported to: 

 

General Manager Steven Copp Office: (902) 453-3490 
Cell:     (902) 478-4671 
Home:  (902) 876-5157 

 Operations Manager Dave Ernst Office: (902) 453-3490 
Cell:     (902) 222-7958 

 
 

7.3  Emergency Response Coordinator 
 
The General Manager  will assume the role of Emergency Response Co-ordinator (ERC) 
responsible to co-ordinate all efforts to effectively prepare and administer this plan and its 
requirements, including emergency response. In the event of his/her absence, a secondary Co-
ordinator will be appointed. The following personnel have been assigned these positions: 
 
 Primary ERC:   Steve Copp   Office (902) 453-3490   
         Home  (902) 876-5157 
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         Cell     (902) 478-4671 
 
 Secondary ERC:  Dave Ernst   Office (902) 453-3490 
         Cell     (902) 222-7958 
 Corporate 24-Hour Telephone: (902) 453-3490              
 
  
The ERC will be responsible for: 

• Directing response operations and contractors 
• Directing impact mitigation measures 
• Liasing with agencies and services to ensure timely action is taken to minimise any 

potential impact from emergency event. 
• Reporting  
• Arranging for appropriate liaison with the public, the press, etc. 

 

7.4 Personnel Training 
 
All required personnel will receive training presented by qualified instructors and will include 
training by the ERC on emergency response procedures, the precautions to take to prevent 
spills from occurring during the normal course of business, the actions to be taken if a spill or 
other emergency situation occurs, the reporting required, the methods to be used to clean up a 
spill, the methods used to manage hazardous materials identified and any record keeping 
requirements. In addition, the employees will be trained in the areas of operation and 
maintenance of equipment, loading, and inspection procedures. 
 
Training updates will take place annually or as required by training certification end dates. A 
copy of the training session attendance will be placed in each attendee’s personnel file. 
 

7.5 Spills 

7.5.1  Notification And Immediate Containment Procedures  
 
The following procedures represent the systematic approach that internal staff will take when 
responding to a spill of a liquid or petroleum product.  
 
Prompt response to a spill is the best means of minimising any impact to the environment and 
in particular, preventing a discharge from reaching surface water. 
 
In the event of a spill, the employee first becoming aware of the spill will assume the role of 
temporary spill co-ordinator until he/she can notify the ERC. If the temporary spill co-
ordinator is unable to notify either the ERC or a back-up, then he/she will assume the 
responsibility of implementing the response procedures to ensure public and environmental 
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safety is preserved until back-up arrives. 
 
The following immediate response and notification procedure will be followed. The employee 
will: 

• Disconnect or shut off any mechanical equipment connected with or causing the spill 
that can be done without jeopardising his or her personal safety. 

• Temporarily secure area to minimise environmental impact by, for example, covering 
drains to prevent uncontrolled liquid discharge into surface water. 

• Contact the ERC for further instructions. 

7.5.2  Assessment of Hazard 
 
Upon notification of a spill, the ERC will determine the hazard potential of a spill response by 
determining at least the following factors: 

• Details regarding the spill location and any public or environmental impact. 
• The substance spilled and its hazard potential. 
• The amount of the spill and the extent of spreading. 
• The source of the leakage/spill. 
• The action taken to minimise impact. 

 
If a spill is determined to be of such a magnitude that it cannot be safely and effectively 
controlled by on-site personnel then the ERC shall promptly notify outside emergency 
response organizations to implement control and cleanup.  

7.5.3  Notification and Reporting of Spill 
 
Spills are defined as releases of pollutants into the natural environment originating from a 
structure, vehicle, or other container, and that are abnormal in light of all circumstances. 
 
The ERC will notify and report a spill to NSE and any other appropriate agencies under the 
conditions listed herein. The ERC will then contact the Municipality in which the spill 
occurred. The applicable agencies and phone numbers that potentially must be contacted in 
the event of a spill are listed below: 
 
 

 Agency  Phone 

 NSE - 24 hours  1-800-565-1633 

 NSE – Central Region              1-800-565-1633  

 Emergency Services  911 

 Halifax Regional Muncipality  490-6606 or 490-5960 
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Where the hauler in control of the spilled material is not already aware of the spill, the 
incident will also be reported to them. 
The size of a reportable spill varies depending on the type and consequence of the spill and 
must be reported if the release is regarded as abnormal. Dripping and leaks such as would 
normally be associated with vehicle maintenance and operation are not defined as reportable 
spills.  
 
Spills are also reportable when they cause or are likely to cause any of the following adverse 
effects: 

• Impairment to the quality of the natural environment - air, water or soil; 
• Injury or damage to property and animal life; 
• Harm or material discomfort; 
• Adverse health effects; 
• Impairment to safety; 
• Property, plant or animal life to become unfit for use; 
• Loss of enjoyment of normal use of property; or 
• Interference with the normal conduct of business. 

 
A spill history record will be kept for all reported spills, which have occurred, at the facility. 
A copy of the documentation for each spill including records of contact with provincial or 
municipal officials will be forwarded to NSE. 

7.5.4  Directing Spill Response 
 
The ERC will direct those responding to the spill to obtain the appropriate response 
equipment and personal protective equipment. The ERC will liase with any NSE or other 
provincial environment officer present on the scene and will implement this individual’s 
requests with diligence unless advised not to do so by the General Manager. 

7.5.5  Response and Personal Protective Equipment 
 
Employees will not be issued spill response equipment or personal protective equipment 
(PPE) without training on its proper use and limitations. 

7.5.6  Containment and Eliminating Spill Source 
 
Upon obtaining the proper spill response tools and protection equipment, the spill 
responder(s) will contain the spill so as to prevent its entry into a storm sewer, a ditch or any 
conveyance that eventually discharges to surface water. As soon as possible thereafter, the 
responder(s) shall attempt to seal or stop the source of the spill. Common methods of sealing a 
spill source include closing valves, drum overpacks, deactivating pumps, and diverting flow 
to another pathway.  
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7.5.7  Product Containment Procedures 
 
The following sections document the products stored on site that potentially could be part of a 
reportable spill, the areas where these products are stored and used, the procedures used to 
ensure safety of these products. 

7.5.7.1  Petroleum Products And Other Reportable Liquids 
 
The following petroleum products and other reportable liquids may be used and stored at the 
facility and that have a potential to be spilled are: 
  

 Liquid  Use  Storage Method 
 Diesel fuel  Truck fuel 

 
 

 On-siteTank 
   

 
 Hydraulic oil  Maintenance  tank/drum 
 Motor oil  Maintenance  tank/drum 
 Degreaser 

  
 Maintenance  Drum 

 Used oils  Maintenance  tank/drum 
 Paint Vehicle/containers  Container 

  Antifreeze   Maintenance   Drum 
 
Where applicable, Material Safety Data Sheets (MSDS) for each of the above liquids will be 
maintained at strategic locations at the site. In addition, a sketch will be included which 
identifies all liquid sources, and the potential areas where spills could occur.  

7.5.7.2  Potential Areas Where Spills Could Occur  
 
Spills could occur at locations where liquids are stored or used, such as at tanks and during 
vehicle fuelling. 
 
Vehicle/Equipment Fuelling  
Typically, fuelling will be accomplished by contracted fuel delivery. On-site storage of fuel 
will be limited to 10,000 litres. This fuelling procedure may change with time. The following 
procedure is used to ensure the risk of spills while fuelling is minimised: 

• Engine shall be shut off. 
• The person fuelling the vehicle will not leave the fuelling station unattended. 
• Automatic fuel shut-offs will not be used. 

 
If a spill should occur, the ERC will be informed immediately and will co-ordinate the spill 
response. 
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7.7 FIRE 

7.7.2  General Personnel and Equipment Safety Precautions 
 
In order to maximise personnel and equipment safety during fire fighting, the following 
minimum precautions will be conducted: 
 

• Personnel will work in pairs. 
• Personnel will be supplied with appropriate Personal Protective Equipment (PPE) 
• equipment will not enter fire.  
• equipment will work upwind of fire and its use will be concentrated on delivery of 

materials for smothering the fire.  

7.7.3  Equipment Fires 
 
All mobile equipment is supplied with a fire extinguisher. Equipment operators will follow 
the procedure below in the case of equipment fire. 
 

• Notify ERC. 
• Try to move the machine to an isolated area. 
• Shut down the machine. 
• Use the supplied fire extinguisher to put out the fire. 
• Drench machine with water to ensure fire is out. 

7.7.4  Building, Other Fires  
 
Fire extinguishers are strategically located in all buildings and within 15 m of the fuel island. 
If the fire is small, persons identifying the fire will attempt to extinguish the fire with a fire 
extinguisher. If the fire cannot be controlled or is severe when identified, the procedure below 
will be followed: 

• Activate the fire alarm. 
• Notify the ERC. 
• The ERC will notify the emergency services and request assistance. 
• Evacuate the area to the designated gathering area 
• Ensure clear access for arrival of emergency fire services. 
• Inform the fire department of any pertinent details of the fire (location, extent, cause, 

combustible materials, and actions taken) and on-site firefighting resources (water 
supply, heavy equipment). 

• Assist only if and as directed by the Fire Department. 
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7.8 MEDICAL EMERGENCIES  
 
In the case of any medical emergency, the person on shift that has Emergency First Aid 
Training will be summoned. The First Aider will generally follow the “Priority Action 
Approach” outlined below for life-threatening situations. 

• Take charge of the situation. 
• Call out for help to attract bystanders. 
• Assess the hazards. 
• Make the area safe for the First Aider and others. 
• Identify himself / herself as a First Aider, offer help and obtain consent. 
• Assess the casualty for life-threatening conditions. 
• Give first aid for life-threatening conditions. 
• Send personnel to call emergency services for help, if required. 
• Organise bystanders to help make the area safe, ensure that all casualties have been 

found, call ambulance, police, power company personnel, etc., and assist with first aid 
as directed. 

 
If the casualty has a suspected head or spinal injury, the casualty will not be moved.  

7.9 ACCUMULATION OF HAZARDOUS GASES  
 
All buildings with mobile equipment operations are monitored for accumulation of Carbon 
Monoxide and Nitrogen Dioxide gases. Upon triggering of the alarm, the procedures below 
will be followed: 

• All persons will evacuate the building to the designated gathering area 
• Attendence will be taken to ensure everyone is accounted for  
• Operations will cease 
• No person will re-enter the building until it is determined by the ERC that gas levels 

have reached safe limits. 

7.10 LIGHTNING  
 
Lightning is an electrical discharge resulting from the build up of static electricity between 
clouds or between clouds and the ground. It is present in all thunderstorms and even more 
frequently in severe ones. The distance of a lightning stroke can be estimated by counting the 
seconds between the flash and the thunder clap. Each second indicates about 300 m (or about 
five seconds indicates about one mile). 
 
If the time between the flash and the thunder clap is less than five seconds, the procedures 
below should be followed. 

• Office and scale house staff should stay indoors, disconnect electrical appliances, and 



Transfer Station         Operations Plan 
 

 
      9   2015-11-12 

stay away from metal objects and electrical equipment, including the telephone. 
• Outside workers should quickly move to indoors, staying away from metal objects 

(e.g., fences). 
• Operators of equipment with tires should stay within their equipment. If leaving 

equipment for whatever reason, do not touch the equipment and ground 
simultaneously, creating a “human electrical ground.” 

• If in a car, stay within the car, but move the car away from trees that may fall. 
 

7.11 POWER OUTAGES  
 
Power outages will affect the operation of the weigh scales and ventilation systems for 
buildings. The loss of power does not necessarily constitute an emergency. Material from 
waste vehicles can be accepted on a volume charge basis (versus use of the scale).  

7.14 EVACUATION PLAN  
 
Evacuation may be necessary as part of an emergency response action. 
 
The following evacuation procedure will be followed when an emergency situation is 
encountered: 
• All employees and visitors will evacuate the building area upon notice of hazard (i.e., gas 

level alarm, fire alarm, severe lightning, or tornado). 
• All personnel will gather at the locations posted  
• Employees will assist visitors in moving toward designated safe gathering areas.  
• Personnel will not re-enter buildings or work areas until the all clear has been given by the 

ERC 
• The ERC will assess the evacuation and will make any necessary improvements to the 

Plan resulting from the assessment 

7.15 PUBLIC NOTICES   
 
Public and media relations will be the responsibility of the General Manager designate, or 
alternate senior representatives who may be present during an emergency event. 
 
In the event that public notices are required, the most appropriate mode will be used. These 
methods include, but are not necessarily limited to radio, written press or individual 
communication. 

 7.16 POST EVENT ASSESSMENT 
 
A staff meeting will be held after each event to discuss the event and its impact on operations, 
to determine the cause of the event, to determine whether the policies in the Contingency Plan 
were followed. In addition, the meeting will be used to determine any changes to this plan or 
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to the procedures used. Any such changes will be fully implemented with the appropriate 
training of employees. Any changes to the Contingency Plan will be made to this document 
and those changes will be filed with NSE. 

7.17  REPORTING 
 
Event reports will be prepared by the ERC containing the pertinent data relating to the event, 
including: 

• Event history 
• Actions taken 
• Mitigation measures to limit impact to the environment as a result of the incident 
• Changes to procedures to reduce risk of similar future incidents 

 
The actual content of the report will be determined on a case by case basis in conjunction with 
NSE. 

7.18 UPDATING 
 
The ERC is responsible for updating this plan as required. The intent of this plan is for it to be 
a “living” document whereby it is periodically reviewed for its content and applicability and 
amended as necessary. Any changes to this Plan will be filed with NSE. 
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